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NOTES
A. REFER TO 1.M—001 FOR MECHANICAL LEGEND, ABBREVIATIONS, AND
GENERAL NOTES.
B. REFER TO 1CAMDB01 TO 1CA.MDB09 FOR SITE PHOTO LOCATIONS.
C. AHU-2, 5, 6, 7, AND 8 ARE TO HAVE ALL INTERNAL INSULATION
REMOVED PER SPECIFICATION SECTION 230130.51. ALL AHU SECTIONS
DOWNSTREAM OF THE COOLING COIL SHALL BE EXTERNALLY INSULATED
PER SPECIFICATION SECTION 230130.51.
MATCHLINE — REFER TO F1/1CA.MD401 D. ALL HEATING COILS, COOLING COILS, AND HEAT RECOVERY COILS ON
AHU—1, 2, 4, 5, 6, 7, AND 8 SHALL BE CLFANED PER SPECIFICATION
(l_l) SECTION 230130.51.
E)JCI
KEY NOTES ¢ )
N 1. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
_ /J/\_ N TO 1CA.MH501 FOR CONTROLS INFORMATION.
/ \
\ 2. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
; p TO 1CA.MH502 FOR CONTROLS INFORMATION.
(E)RF—1 >< % (B)AHU-1 /
\// / (E)SF—1 ) MATCHLINE — REFER TO F5/1CA.MD401 3. REFER TO 1CA.MP501 FOR NEW GC AND GCR PIPING.
(D)2—1/2" / (1) 7 U N R P 4. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
=\ \ TO 1CA.MH503 FOR CONTROLS INFORMATION.
/ W4 \>/ 5. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
?(( N (E) SMOKE/ = X N TO 1CA.MH504 FOR CONTROLS INFORMATION.
@ / . FIRE ALARM - TELE. / N\ L/ \
}W (E)1—ERC—1A /e Y ) TESTING AREA CONT. L/ N ) \ 6. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
(E)PNUE DAMPER N T S EieeeA p < ||/ \ TO 1CA.MH505 FOR CONTROLS INFORMATION.
‘.ﬁﬁ‘.l —rr— / AN
(E)ERC—1C M ( 7. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
(15) 1410 TO 1CA.MH506 FOR CONTROLS INFORMATION.
E)PNUE
= E)A)MPER L 8. NEW DDC CONTROLS FOR THIS UNIT AS PART OF THIS PROJECT; REFER
Y2 T s 3 TO 1CA.MH507 FOR CONTROLS INFORMATION.
I/ E)FEU—1
. e 3 P e : :\ PN () B3-01C
A | _rRF—7 | 1CAMD608 CORRIDOR 9. EXISTING GLYCOL PUMPS AND COILS TO RECEIVE NEW DDC CONTROLS;
| (B)1-RF=7 (E)AHU—7 \CAHDEDY ELEV.47-3 REFER TO 1CA.MH510 FOR CONTROLS INFORMATION. REFER TO 1CA.MP501
| J S D N (E)SF-7 FOR NEW PIPING.
______ | |
Fo———1 @ (E)DX=101/—] CLEVATORS D 10. EXISTING FEU CONTROL CABINETS TO BE CONVERTED FROM PNEUMATIC TO
| =T | DX—105 DDC.
11. EXISTING JCI NAE CONTROLLERS.
(E)1-EF-25 {15y (Co/co L0V 63
(E)PNUE o) A\ 12. REPLACE MOTOR ON EXISTING AHU—5 SUPPLY FAN WITH A 20.0HP, 406V,
4 (E)FEU- 3PH, 4W PREMIUM EFFICIENCY MOTOR PER SPECIFICATIONS.
DAPER /i
sasssssssssss sasssssan (E)1-UH~-7 13. REPLACE EXISTING MOTOR ON RF—8 WITH A 10.0HP, 406V, 3PH, 4W
PREMIUM EFFICIENCY MOTOR PER SPECIFICATIONS.
@D \
% I 0 14. REPLACE EXISTING FAN BEARINGS ON EF—15.
(E)1-RF—6] 1 AHU—6 Y o
\ TS 15. EXISTING PNUEMATIC DAMPER ACTUATOR (AND ASSOCIATED E/F SWITCHES)
Sy o TO BE REPLACED WITH DDC ACTUATOR; REFER TO ASSOCIATED CONTROL
~ ~ (E)PNUE DAMPER(5) SEQUENCE FOR DETAILS.
(@] (@]
> > 16. REMOVE EXISTING GC AND GCR PIPING, PUMPS, EXPANSION TANKS, ETC.
> > (E)1-UH-6 AS INDICATED.
. S S (o6
E)1-EF—-16 \§ \g 1CAMD603
| |5 < N LEGEND
i L L
A 0 o
1 AHU-6 iy o~ \\ ) (E)AHU—4 (c2/00\ q ) END OF DEMOLITION
:{\ ‘ E E N / (B)SFs N EXISTING ITEMS TO BE DEMOLISHED
(E)PNUE DAMPER {15) & & \ ) (i5)(E) PNUE
| | < DAMPER
/(E)PNUE DAMPER (15) ¥ " X FOR AHU—B () EXISTING ITEM
\ - - / N\
: _ _ p . -\ (D) DEMOLISH ITEM
TO o = N (E)1=EF—17 (N) NEW ITEM REQUIRING DEMOTION
EF—17 ! ! / \ /)
\ // 1CA.MD60J
| / =
| EPNUE PHOTO INDICATOR
DAMPER
b (2)(E)CWS VALVES T e
\ ~~ ACTIVATES BYPASS @ )] T (E)1—RF—4 (E)1—-UH-8 GENERAL NOTE:
0 g ALL EXISTING PIPING, DUCTWORK,
AHU—4 SPRINKLERS, CONDUIT, LIGHTING OR OTHER
¥ (E)1H—2 o CONSTRUCTION SHALL BE RELOCATED AS
:{\ \ _ - NECESSARY FOR ALL DEMOLITION AND
, , INSTALLATION WORK.
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